
DRAWING SET

แบบงานสถาปัตยกรรม
ARCHITECTURE WORK

แบบงานวิศวกรรมโครงสร้าง
STRUCTURE WORK

แบบงานระบบไฟฟ้าและสื่อสาร
ELECTRICAL AND COMMUNICATION WORK
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แบบงานระบบปรับอากาศ และระบายอากาศ
AIR CONDITIONING AND VENTILATION WORK

แบบงานระบบป้องกันอัคคีภัย
FIRE PROTECTION SYSTEM

แบบงานระบบสุขาภิบาล
SANITARY SYSTEM

ME

FP

SN

ก่อสร้างอาคารเรียนและปฏิบัติการ

คณะสถาปัตยกรรมศาสตร์และการออกแบบ

ศูนย์พระนครเหนือ แขวงวงศ์สว่าง เขตบางซื่อ กรุงเทพมหานคร 1 รายการ

มหาวิทยาลัยเทคโนโลยีราชมงคลพระนคร คณะสถาปัตยกรรมศาสตร์และการออกแบบ

แขวงวงศ์สว่าง เขตบางซื่อ กรุงเทพมหานคร



ตารางรายการอุปกรณ์

SYMBOL

CWP-01,02

DESCRIPTION

COLD WATER PUMP

QTY

1 SET

TDH (M)FLOW (GPM)

CAPACITY (EACH)

V/Ø/HzKW

APPROX. POWER (EACH)
REMARK

3566 220/1/501.50 AUTOMATIC  AND MANUAL OPERATED WITH CONTROL PANEL AND ACCESSORIES

WITH CONTROL PANEL AND ACCESSORIES ปั๊มสลับกันทำงาน

แต่หากอัตราการไหลเกินกว่าปั๊มชุดแรกทำงานได้ ปั๊มชุดที่ 2 จะทำงานเสริม

(SUCTIONDISCHARGE = 1"/1")

ระบบควบคุมการทำงานปั๊มด้วย PRESSURE SWITCH

BP-01,02 BOOSTER WATER PUMP 1 SET 2070 380/3/501.50 AUTOMATIC  AND MANUAL OPERATED WITH CONTROL PANEL AND ACCESSORIES

WITH CONTROL PANEL AND ACCESSORIES ปั๊มสลับกันทำงาน

แต่หากอัตราการไหลเกินกว่าปั๊มชุดแรกทำงานได้ ปั๊มชุดที่ 2 จะทำงานเสริม

PACKAGE CONSTANT PRESSURE

BOSSTER PUMP SET

WITH BLADDER TANK 200 LITRES

(SUCTIONDISCHARGE = 1"/1")

ระบบควบคุมการทำงานปั๊มด้วย PRESSURE SWITCH
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PVC Ø150 PVC Ø150

WASTED SLUDGE PIPE

CHLORINE TUBE (OPTIONAL)
AIR PIPE FOR AIR LIFT PUMP
PERFORATED TYPE DIFFUSER

OUTLETINLET

VENT

PLASTIC MEDIA

OUTLETINLET

AIR PIPE FOR AIR LIFT PUMP
CHLORINE TUBE (OPTIONAL)

AIR PIPE

PVC Ø150PVC Ø150

WASTED SLUDGE PIPE

WASTED SLUDGE PIPE W/BV

MTP

6.

3.

4.
5.

2.

ITEM
1.

21.52 m3 EFFECTIVE VOLUME1.2 FIXED-FILM AERATION TANK

AIR PIPE : PVC Ø55 CLASS 13.5

SPECIFIC AREA 105 m2/m3,POLYETHYLENE

INLET/OUTLET : PVC Ø150 CLASS 8.5

TOTAL

COVER

1.3 SEDIMENTATION TANK

WASTED SLUDGE SYSTEM

AIR BLOWER

PIPE

MEDIA

4 SET , ABS Ø500 mm.

 6.28 m3 EFFECTIVE VOLUME

45.49 m3 EFFECTIVE VOLUME

RANDOM FLOW TYPE

1 SET , AUTOMATIC AIR LIFT PUMP WITH TIMER

VENT : PVC Ø55 CLASS 8.5

FIBERGLASS REINFORCED PLASTIC , FRP
DESCRIPTION

1.1 SOLID SEPARATION TANK

TANK

17.68 m3 EFFECTIVE VOLUME

DETAIL

1 SET,OUT-DOOR TYPECONTROL PANEL7.

SLUDGE PIPE : PVC Ø55 CLASS 8.5

1 SET , FLOWRATE = 1.12 m3/min
@ 2.5 m.AQ. , 3Ø , 380 V. 

DETAIL ANCHOR 

0.
10

PLASTIC MEDIA

PLASTIC MEDIA

RB  Ø 9 mm.@0.20m.#
REINFORCED CONCRETE 0.20 m.

COMPACTED SAND 0.10 m.
LEAN CONCRETE 0.05 m.

PILES : SAFE LOAD>1.5 TON/PILES
(HP-0.15x0.15x6.00 m.)
(OR REFER TO CIVIL ENGINEER)

VENT

0.77 0.771.76

6.82

REINFORCED CONCRETE 0.20 m.

COMPACTED SAND 0.10 m.
LEAN CONCRETE 0.05 m.

PILES : SAFE LOAD>1.5 TON/PILES
(HP-0.15x0.15x6.00 m.)
(OR REFER TO CIVIL ENGINEER)

RB  Ø 9 mm.@0.20m.#

VENT

REINFORCED CONCRETE 0.20 m.

COMPACTED SAND 0.10 m.
LEAN CONCRETE 0.05 m.

PILES : SAFE LOAD>1.5 TON/PILES
(HP-0.15x0.15x6.00 m.)
(OR REFER TO CIVIL ENGINEER)

RB  Ø 9 mm.@0.20m.#

VENT CHLORINE TUBE

REINFORCED CONCRETE 0.20 m.

COMPACTED SAND 0.10 m.
LEAN CONCRETE 0.05 m.

PILES : SAFE LOAD>1.5 TON/PILES
(HP-0.15x0.15x6.00 m.)
(OR REFER TO CIVIL ENGINEER)

RB  Ø 9 mm.@0.20m.#

PLASTIC
MEDIA

PLASTIC
MEDIA

1.76 1.76

VENT VENT VENT

Ø55BV

WEIGHT OF TANK : 3.6 TONS
WEIGHT OF TANK+WATER : 50 TONS

หมายเหตุ
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3.

2.

ITEM
1.

INLET : PVC Ø100 CLASS 8.5
TOTAL

COVER

PIPE

1 SET , ABS Ø500 mm.

0.60 m3 EFFECTIVE VOLUME

VENT : PVC Ø25 CLASS 8.5

FIBERGLASS REINFORCED PLASTIC , FRP
DESCRIPTION

1.1 SEPTIC TANK

TANK

0.30 m3 EFFECTIVE VOLUME

DETAIL

OUTLET : PVC Ø100 CLASS 8.5

WEIGHT OF TANK : 60 KG.
WEIGHT OF TANK+WATER : 600 KG.

1.2 ANAERATION TANK 0.30 m3 EFFECTIVE VOLUME

PLAN

พื้น คสล.เสริมเหล็ก/CONCRETE BASE
Ø 9mm. @ 0.25  2layer หนา 0.10m.

เสาเข็ม 4 ต้น/4-PILING
    0.15x0.15x4.00 m.
หรือตามที่วิศวกรหน้างานระบุ
ตามความเหมาะสม

SECTION A - A

ทรายบดอัด/COMPACTED SAND หนา 0.05m.

ก่ออิฐมอญโดยรอบ กรณี ฝาถังต่ำกว่าระดับพื้น

ท่อระบายอากาศต่อขึ้นเหนือหลังคา

ฝาถัง ABS ∅ 500mm.

พื้น คสล.เสริมเหล็ก/CONCRETE BASE
∅ 6mm. @ 0.15 หนา 0.10m.

พลาสติกมีเดียร์/PLASTIC MEDIA

OUTLET ∅ 4"

AIR VENT ∅ 1"

INLET ∅ 4"

A
VIEW

0.00 GROUND LEVEL

เสาเข็ม 4 ต้น/4-PILING
    0.15x0.15x4.00 m.
หรือตามที่วิศวกรหน้างานระบุ
ตามความเหมาะสม
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WASTE PIPE Ø50

STOP VALVE

80
0

SHOWER HEAD

FFL

(BELL TRAP)
Ø50 FD

SLOPE

10
00
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SHOWER ROOM EQUIPMENT INSTALLATION DETAILFLOOR DRAIN (P-TRAP)

100

150

80

PIPE SIZE
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L1
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W
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HOSE BIBB INSTALLATION DETAIL

LAVATORY INSTALLATION DETAIL
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PIPE SIZE

TYPICAL SINGER WATER CLOSET (NON PUBLIC)
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XFFL.

B

C

A
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63.5

L1

63.5
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69.5

WATER CLOSET INSTALLATION DETAIL (WESTERN STYLE)

L

L1

FFL.

SOIL Ø2"

VENT Ø1 1/2"
ANGLE VALVE

BEND 90°

Ø4" SOIL 

FLUSH VALVE
WATER SUPPLY
Ø3/4" CW. WATER SUPPLY

FLUSH TANK

CLAMP SUPPORT W/EXPANSION

450

DN20 BALL VALVE W/HOSE BIBB

CW20

WATER SUPPLY 

FFL.

TRAP WASTE Ø1 1/2"

VENT Ø1 1/2"

Ø1/2"CW

Ø15 CW

VENT THRU WALL DETAIL

CAULK

FLANGE COUPLING TO MATCH PIPE
MATERIAL (NOT REQUIRED FOR PVC)

WALL

WALL

OR SMALLER AND DELETE PIPE SLEEVE)
PIPE SLEEVE, (FIELD DRILL FOR 2"

VENT PIPE

LONG RADIUS ELBOW

FLEXIBLE CONNECTION DETAIL BOOSTER PUMP DETAIL GREASE TRAP 20 LITER/DAY

0.
40

AIR ADMITTANCE VALVE 50mm.

25mm. CW.FOR FLUSH VALVE

AIR CHAMBER

CW. SUPPLY PIPE

MAIN SAN. PIPE

REDUCER 100x50 mm.

VENT PIPE 50 mm. (GAL.)

DOUBLE T-BRANCHES 100mm.

FLOORSAN PIPE 100mm. (CAST IRON)

AIR ADMITTANCE VALVE 50mm.

MAIN SOIL PIPE 100mm.

FINISHED FLOOR

SUSPENDED CEILING

FLUSH VAVLE

CW. SUPPLY

ON TOP

VENT PIPE WITH

AIR ADMITTANCE VALVE 50mm.

ACCESS PANEL FOR AIR ADMITTANCE VALVE
MAINTENANCE

CEILING

TYPICAL DOUBLE WATER CLOSET (PUBLIC)

A

แปลน

รูปตัด
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A
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0.
43

ท่อเข้า
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0.
39
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